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Cable Certification
Cable ID Result Limit Length(m) Margin

(Return
Loss)

Margin
(NEXT)

Date / Time

A-001 Pass TIA-568.2-D Cat 6A Channel
(++) 15.5 4.4 dB 6.4 dB 29/4/2024 12:00:23

A-002 Fail TIA-568.2-D Cat 6A Channel
(++) 48 4.7 dB -1.1 dB 29/4/2024 12:02:31

Total Records
Pass
Fail
*Pass
*Fail
Total Length

:
:
:
:
:
:

2
1
1
0
0
63.5m



A-001

Pass

Version: 5.0.311.0 TestDataPro Report Printed: 29/4/2024 11:23:57
AEM-Test.com James

Bangkok Data Com

Test Time : 29/4/2024 12:00:23 Limit : TIA-568.2-D Cat 6A Channel (++)
Project : Default Model : TestPro CV100

Serial Number : Main: 5200-1109, Remote: 5200-1110
Profile : Certification Device Software : Main: 5.0.307, Remote: 5.0.307
Operator : Default Calibration Date : Main: 23/3/2021, Remote: 23/3/2021
Cable Type / NVP : Generic Cat 6A , 68% Cable Manufacturer : Generic
Connector : Generic Cat 6A Connector Manufacturer : Generic
Main Adapter : Channel & Multi-Gig/POE, S/N: 20022 Remote Adapter : Channel & Multi-Gig/POE, S/N: 20033

Parameter Result Pair Value Limit
Length(m) Pass 36 15.5 100.0
Prop Delay(ns) Pass 12 81.0 555.0
Delay Skew(ns) Pass 12 5.0 50.0
DC Loop
Resistance(Ω)

Pass 78 2.875 25.000

Res. Unbal, pair-
pair(Ω)

Pass 12-78 0.097 0.200

Res. Unbal, wire-
wire(Ω)

Pass 45 0.113 0.200 Wiremap Result : Pass
T568B

RF Parameters

Parameter Result
Main Remote

Worst Margin Worst Value Worst Margin Worst Value
Pair Margin

(dB)
Limit
(dB)

Freq
(MHz) Pair Value

(dB)
Limit
(dB)

Freq
(MHz) Pair Margin

(dB)
Limit
(dB)

Freq
(MHz) Pair Value

(dB)
Limit
(dB)

Freq
(MHz)

Return
Loss Pass 36 4.4 13.8 66.50 36 16.8 7.4 286.00 36 5.8 13.8 66.75 36 15.0 6.0 499.00

IL Pass 78 38.7 48.6 487.00 78 9.9 48.6 487.00 - - - - - -
NEXT Pass 36-78 6.4 40.4 94.25 12-45 36.8 26.3 493.00 36-78 7.0 39.3 108.50 45-78 40.0 27.3 453.00
PSNEXT Pass 78 8.7 37.5 94.50 12 36.0 23.4 494.00 36 9.6 37.4 95.75 36 37.3 23.2 500.00
ACRF Pass 12-78 16.5 20.3 140.00 12-78 31.0 12.5 345.00 12-78 16.8 30.7 42.50 12-78 31.0 12.5 344.00
PSACRF Pass 12 18.6 60.3 1.00 78 29.9 9.5 346.00 45 19.2 60.3 1.00 78 29.7 6.6 483.00
TCL Pass 12 13.4 40.0 1.00 78 27.5 9.8 478.00 12 5.6 40.0 2.65 78 25.8 9.8 478.00
ELTCTL Pass 12 21.2 30.0 1.00 36 41.5 0.5 29.95 45 25.5 30.0 1.00 36 41.8 0.6 29.50

IL Return Loss NEXT

TCL ACRF ACRN

10BASE-T, 100BASE-T, 1000BASE-T, 2.5GBASE-T, 5GBASE-T, 10GBASE-T



A-002

Fail
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Test Time : 29/4/2024 12:02:31 Limit : TIA-568.2-D Cat 6A Channel (++)
Project : Default Model : TestPro CV100

Serial Number : Main: 5200-1109, Remote: 5200-1110
Profile : Certification Device Software : Main: 5.0.307, Remote: 5.0.307
Operator : Default Calibration Date : Main: 23/3/2021, Remote: 23/3/2021
Cable Type / NVP : Generic Cat 6A , 68% Cable Manufacturer : Generic
Connector : Generic Cat 6A Connector Manufacturer : Generic
Main Adapter : Channel & Multi-Gig/POE, S/N: 20022 Remote Adapter : Channel & Multi-Gig/POE, S/N: 20033

Parameter Result Pair Value Limit
Length(m) Pass 36 48.0 100.0
Prop Delay(ns) Pass 45 239.0 555.0
Delay Skew(ns) Pass 45 4.0 50.0
DC Loop
Resistance(Ω)

Pass 45 11.603 25.000

Res. Unbal, pair-
pair(Ω)

Fail 12-45 0.520 0.365

Res. Unbal, wire-
wire(Ω)

Fail 78 0.907 0.313 Wiremap Result : Pass
T568B

RF Parameters

Parameter Result
Main Remote

Worst Margin Worst Value Worst Margin Worst Value
Pair Margin

(dB)
Limit
(dB)

Freq
(MHz) Pair Value

(dB)
Limit
(dB)

Freq
(MHz) Pair Margin

(dB)
Limit
(dB)

Freq
(MHz) Pair Value

(dB)
Limit
(dB)

Freq
(MHz)

Return
Loss Pass 36 4.7 13.8 66.75 36 16.7 11.0 126.00 78 8.0 17.9 16.75 12 21.1 19.0 1.00

IL Pass 45 22.2 49.3 500.00 45 27.1 49.3 500.00 - - - - - -
NEXT Fail 12-36 2.1 55.9 11.05 12-45 36.4 26.2 495.00 12-78 -1.1 38.9 114.50 12-78 32.6 26.5 485.00
PSNEXT Pass 12 2.2 53.3 11.05 12 35.4 23.3 495.00 12 1.2 36.1 114.50 36 31.8 25.8 401.00
ACRF Pass 12-78 7.1 9.6 482.00 12-78 16.7 9.6 482.00 12-78 7.5 12.1 363.00 12-78 17.1 9.4 494.00
PSACRF Pass 78 9.8 6.6 482.00 78 16.4 6.6 482.00 78 10.2 9.1 363.00 78 16.9 6.4 494.00
TCL Pass 45 8.0 40.0 1.45 78 27.0 9.5 498.00 12 5.2 40.0 2.35 12 26.5 10.0 465.00
ELTCTL Pass 45 19.8 30.0 1.00 45 28.9 0.5 29.80 45 17.5 30.0 1.00 45 31.0 2.1 24.85

IL Return Loss NEXT

TCL ACRF ACRN


